1. BACnet Compliance

A. BACnet Compliance

1) The entire processing system shall be completely in compliance with BACnet specification: ANSI/ASHRAE 135-1995.  The system shall use the BACnet protocols throughout and exclusively.  Non-BACnet-compatible or proprietary equipment (including gateways, routers, convertors, and repeaters) or systems shall not be acceptable and are specifically prohibited.

2) System shall be totally based on BACnet (ANSI/ASHRAE 135-1995) and is to directly control all mechanical equipment (including VAV boxes, heat pumps, fans, duct coils, heat recovery units, pumps, cooling towers, central plant machinery and other specified equipment) without intervening electric, analog electronic, pneumatic or other non-BACnet compliant controls.

3) All logic controllers for terminal units, air handlers, central mechanical equipment, and Microsoft Windows™ based operator's terminal(s) shall communicate and share data, utilizing only BACnet communication protocols.

ADD TO 1.8 SUBMITTALS

1) For all DDC equipment, (host's terminal(s), global controller(s), logic controllers, routers, repeaters, and converters) provide BACnet  ANSI/ASHRAE 135-1995 Protocol Implementation Conformance Statements (P.I.C.S.).

